Building underlay

avity batten
Refer VOO Batten Options

UA 4863 Board Starter B

Flashing tape or extra layer of the building
underlay over flashing

Flashing upstand behind building underlay

Selected roofing

Note: Underlay strips to isolate aluminium
from treated timber battens.
Refer VOO

Apron flashing with tapered stop end. Weatherboards
to be carefully cut over stopend and sealed
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End of spouting must finish 10 mm minimum
clear of weatherboards

Fascia board
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Selected spouting

Note: E2/ASI Table 7 for apron flashing
cover dimensions
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GUTTER WALL JUNCTION ON CAVITY

Building Systems: Horizontal Weatherboard Cavity System
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