
Pipe to have minimum 5° fall to outside

Flexible flashing tape bandage minimum
25 mm wide all-around pipe

Square of flexible flashing tape to a
minimum of 100 mm outside of pipe.
Ensure seal with pipe bandage

Vertical track flashing 0.9 mm folded
aluminium flashing (hemmed) inserted
behind soaker flashing
Alternatively use Dynex Dynaflash

Note: Underlay strips to isolate
aluminium from treated timber battens
Refer V00

Ultraclad© weatherboard over flashing
tape, carefully cut to suit pipe. Seal

with PVC flange and flexible sealant

Building underlay carefully
cut to suit pipe

Cavity batten
Refer V00 Batten Options

Sealant

PIPE PENETRATION ON CAVITY
V18
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